
13,000 V 2300KVA
Underground
Main Service Line 

13,000 V  3PH
UG Service 
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HP Steam 2.5”
LP Steam 2.5”
HPS Steam 5”

3PH, 4 wire
120 208V 
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TP =  Test pit  (these were dug 13’ deep
GP = geoprobe (these ranged from 5’ to 24’

Floating product was found in GP1, GP3
Visible oil were in GP5, GP2

TP3 and TP4 had measurable
amounts of TEH & TPH

= approximate area 
of contamination


